
 

 

SECOND NOTICE OF DEFICIENCIES (NOD) 
HWMA/RCRA PART B PERMIT APPLICATION, VOLUME 14 

FOR STORAGE AND TREATMENT UNITS AT THE 
IDAHO NUCLEAR TECHNOLOGY AND ENGINEERING CENTER (INTEC) 

LIQUID WASTE MANAGEMENT SYSTEM (ILMWS) 
IDAHO NATIONAL ENGINEERING AND ENVIRONMENTAL LABORATORY 

EPA ID No. ID4890008952 

The following list of deficiencies was compiled by the Idaho Department of Environmental Quality 
(DEQ).  The list identifies deficiencies found in Volume 14, Revision 1, Books 1 through 4 of the INEEL 
Part B Permit Application.  While a specific form for a Permit Application does not exist, the list of 
deficiencies is organized in accordance with the RCRA Part B Checklist. 

GENERAL COMMENTS 

1. It appears that not all of the waste streams managed by the ILWMS have been identified in the 
response to NOD #1 or the first paragraph of Section C-1.  If the list of “typical waste streams” is 
not complete, the revised Part B Permit Application must include the rest of the waste streams.  
Otherwise, the Department of Energy (DOE) must demonstrate that the list is representative of 
the wastes managed by the ILWMS. 

RESPONSE: 

The list of waste streams managed by the INTEC Liquid Waste Management System (ILWMS), 
provided in the response to the first Notice of Deficiency (NOD), represents all wastes currently 
treated in that system.  However, other waste streams not currently identified may be processed 
by that system in the future, provided that they meet the ILWMS waste acceptance criteria and 
process tolerance limits identified in Sections C-2a(1) and D-8b(5) of this Part B Permit 
Application. 

The first paragraph of Section C-1 of the Permit B Permit Application was revised to read as 
follows: 

“The INTEC units described in this permit application are used to manage a variety of 
wastes generated from INEEL activities.  Waste streams managed by the ILWMS 
include:  

• Liquids generated incidental to conducting debris treatment, decontamination, and 
descaling activities on INEEL equipment, piping, and valves 

• Rain water and snow melt that infiltrate into sumps and other containment areas 

• Water from radioactive fuel storage basins and pools 

• Mop water and other cleaning liquids generated incidental to cleanup activities 
conducted in radiological areas 

• Analytical residues, excess samples, and expired analytical standards generated by 
sampling and analytical laboratory activities
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• Solutions from preventative maintenance and corrective maintenance leak tests on 
process piping and valves 

• Aqueous service wastes, such as steam condensate  

• ILWMS treatment residuals that may require further processing 

• Other waste streams not currently identified that conform to the ILWMS waste 
acceptance criteria and process tolerance limits identified in Sections C-2(a)(1) and D-
8(b)(5), respectively.” 

2. DOE has not sufficiently addressed the requirements in IDAPA 58.01.05.008 and .012 [40 CFR 
§§ 264 Subpart AA and 270.24].  In addition to the process vents associated with the deep tanks, 
evaporators, and fractionators, the revised Part B Permit Application must include all sparged 
tanks (continuous or intermittent) equipped with process vents.  The regulations in IDAPA 
58.01.05.008 [40 CFR 264 Subpart AA] do not differentiate whether a process vent emits 
continuously or intermittently.  The Part B Permit Application, Revision 1, has also failed to 
demonstrate whether the cumulative organic emissions from all affected process vents can be 
maintained below 3 lb/hr or 3.1 tons/yr.  This limit cannot be exclusively utilized for a single 
vent.  DOE must revise the total organic emission determination. 

RESPONSE: 

 The only process vent associated with the units identified in the Part B Permit Application is 
the INTEC main stack.  The tanks included in the ILWMS are not equipped with process 
vents.  Instead, emissions from these units are vented to either the Vessel Offgas System 
and/or the Process Offgas System, which eventually lead to the INTEC main stack.   

The only sources of volatile and semi-volatile organics managed by the ILWMS are small 
quantities of laboratory wastes that are discarded to the CPP-601 Deep Tanks.  Engineering 
Design File (EDF)-2432 was prepared and included as Attachment 1 to the first NOD response, 
which was submitted to the DEQ in December 2002.  This EDF reviewed the inventory of 
organics sent from CPP-602, CPP-630, and CPP-684 to the Deep Tanks and determined that 
although the organic concentration in the Deep Tanks may exceed 10 ppmw, making 40 CFR 264 
Subpart AA applicable to this system, associated emissions of volatile organic compounds (VOC) 
are much less than 3 lb/hr and 3.1 tons/yr. 

Other INTEC processes may generate small quantities of non-volatile organics that are also 
managed by the ILWMS.  These non-volatile organics are primarily generated through 
decontamination and debris treatment activities in CPP-659.  Decontamination activities 
elsewhere at the INTEC may result in the discharge of additional small quantities of non-volatile 
organics to the ILWMS. 

A review of the INEEL Chemical Management System for the past five years indicates that the 
following quantities of non-volatile organics are routinely managed in the ILWMS on an annual 
basis.  Material Safety Data Sheets for these products are included as Attachment 1 to this NOD 
response. 

• Alkaline Rust Remover (> 60% sodium hydroxide, 10-20% triethanolamine, 1-10% 
sodium gluconate, 1-10% diethanolamine); 600 lbs/yr 
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• Oxalic Acid (99.6% oxalic acid, 0.4% inert salts); 58 lbs/yr 

• Radiacwash (> 85% mineral water, 6 % octylphenol, 5.7 % tetrasodium ethylenediamine, 
2.9% citric acid); < 4 gal/yr 

• Small quantities of oil/grease from decontamination/debris treatment of equipment. 

The only sources of volatile and semi-volatile organics to the ILWMS are the Analytical 
Laboratories, via the CPP-601 Deep Tanks.  EDF-2432, previously submitted, conservatively 
assumes that organics volatilize immediately and completely upon introduction to the Deep Tanks 
and determined the organic emissions to be 0.035 ton/yr, approximately two orders of magnitude 
lower than the 3.1 tons/yr limit.  By assuming complete volatilization of organics in the Deep 
Tanks, this value includes any potential emissions that could occur from the Process Equipment 
Waste Evaporator (PEWE) or Liquid Effluent Treatment and Disposal (LET&D) facilities. 

Because the New Waste Calcining Facility (NWCF) Evaporator Tank System (ETS) is 
considered a segment of the ILWMS treatment train and will be added as a modification to the 
final permit, its contribution to the overall emission of organics must also be considered.  
Included as Attachment 2 to this NOD response is “NWCF Evaporator Tank System 2001 Offgas 
Emissions Inventory,” INEEL/EXT-02-00198, February 2002.  This report provides offgas and 
liquid stream characterization of the ETS while processing typical wastes from the Tank Farm 
Facility during May and June, 2001.  The analytical results from the offgas sampling event 
indicate that the hourly total emissions rate for all volatile and semi-volatile organic emissions 
was less than 0.02 lbs/hr or less than 0.09 ton/yr.  Thus, the combined contributions from all units 
that manage volatile and semi-volatile organics in the ILWMS = 0.035 ton/yr + 0.09 ton/yr = 
0.125 ton/yr.  This value is considerably less than the 3.1 tons/yr limit prescribed in 40 CFR Part 
264 Subpart AA. 

3. The Risk Assessment of Potential Hazardous Air Pollutant Emissions from the ILWMS 
(Attachment 2, Book 1 of 4, Part B Permit Application) does not satisfy the requirements of 
IDAPA 58.01.05.008 [40 CFR § 264.601].  This regulation requires that permits for 
miscellaneous units contain such terms and provisions as necessary to protect human health and 
the environment.  Unlike other hazardous waste management units that have technology based 
performance criteria (e.g., incinerators or landfills), the permit conditions and performance 
standards for miscellaneous units are based on the risk assessment and engineering judgment.  A 
combination of [40 CFR §§ 264.601 (c) and 264.601(c)(5)] reads as follows: 

“Prevention of any releases that may have adverse effects on human health or the 
environment due to waste migration in the air considering the existing quality of the air, 
including other sources of contamination and their cumulative impact on the air.” 

Fugitive emissions from fixed sources and stationary emission sources, regardless of their status 
under HWMA, must be considered under this regulation. 

The impact of sources and their cumulative impact are to be assessed on a site by site (or area by 
area) basis.  At some facilities, it may be that adding the separate screening level risk assessments 
is the most efficient means to consider the cumulative risk.  At other facilities, it may be 
necessary to conduct a complex assessment of cumulative risk, evaluating realistic and/or actual 
(e.g., background) emission scenarios. 
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Considering the complicated nature and variables associated with the INEEL, DEQ recommends 
that the DOE develop a risk assessment work plan to support evaluation of cumulative impacts 
from emission sources.  At a minimum, the work plan should identify the following: 

1. Sources of contamination to be included in the risk assessment; 

2. The air dispersion model to be used; 

3. Exposure models, both human receptor scenarios and ecological receptors, to be 
evaluated; 

4. Emission estimates for each contaminant from each emission source; 

5. Meteorological data to be included in the dispersion model; 

6. Toxicity data for each chemical identified in the emissions estimate; 

7. Proposed human health protectiveness criteria for both carcinogenic and non-
carcinogenic risks; and, 

8. Proposed ecological protectiveness criteria. 

In order to avoid unnecessary protraction of the permitting process, DEQ is strongly suggesting 
that the work plan be approved prior to actual assessment of risk. 

RESPONSE: 

Per 40 CFR § 264.601, miscellaneous units must be located, designed, constructed, operated, 
maintained, and closed in a manner that will ensure protection of human health and the 
environment.  Protection of human health and the environment includes prevention of releases 
due to migration of waste constituents in the groundwater, surface water, or air. 

Protection of groundwater and surface water are ensured since Buildings CPP-604, CPP-641, 
CPP-649, CPP-659 Annex, CPP-1618, and CPP-601 are fully enclosed buildings equipped with 
secondary containment and leak detection devices to prevent the release of hazardous and mixed 
waste constituents.  Sections F-4b and F-4c of the Part B Permit Application provide information 
regarding protection against runoff and contamination of water supplies.  This response 
specifically addresses an evaluation of the impacts to the air from operation of the ILWMS. 

Based on discussions with the DEQ on May 21, 2003, “Risk Assessment of Potential Hazardous 
Air Pollutant Emissions from the INTEC Liquid Waste Management System,” submitted as 
Attachment 2 to the first NOD response for Volume 14 in December 2002, is considered to be 
adequate for addressing incremental human health impacts for the public from ILWMS releases.  
This assessment calculates individual contaminant risk and hazard quotients (HQ) using risk or 
HQ per unit release factors determined from the New Waste Calcining Facility (NWCF) 
Screening Level Risk Assessment (SLRA).  This method is technically appropriate if: 1) the 
ILWMS has the same source release geometry (e.g., stack height, flow rate) as that modeled for 
the NWCF SLRA; 2) the meteorological data used in the NWCF SLRA modeling are appropriate 
for the ILWMS; and 3) the exposure scenarios evaluated in the NWCF SLRA are appropriate for 
the ILWMS.  All three of these conditions were evaluated and determined to be consistent for the 
ILWMS.  Therefore, the method of calculating ILWMS impacts from NWCF impacts on a 
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contaminant-specific basis is a technically appropriate method for risk assessment of the ILWMS 
emissions. 

Ecological risk assessments use modeled soil concentrations as a starting point for calculating 
impacts to ecological receptors.  Modeled soil concentrations for specific contaminants are 
directly proportional to the contaminant release rates for a given time of exposure.  Based on this, 
and conditions 1-3 described above, ecological impacts for the ILWMS may be calculated in the 
same manner as human health effects, i.e., multiplying the ecological receptor HQ per g/s 
released from the NWCF Screening Level Ecological Risk Assessment (SLERA) by the ILWMS 
contaminant emission rates and then summing the HQs to obtain a total hazard index (HI). 

Per 40 CFR § 264.601(c)(5), only sources that release pollutants to the air will be evaluated for 
“their cumulative impact on the air.”  The evaluation will exclude incremental impacts from non-
air pathway sources (e.g., exposure via soil ingestion or absorption directly from buried solid 
waste).  For the INEEL CERCLA Disposal Facility (ICDF), this would include the airborne 
emissions calculated in the Short-term Risk Assessment.  It would not consider the impacts 
calculated for ecological receptors in the Screening Level Ecological Risk Assessment (SLERA) 
for the ICDF, because these impacts were calculated based on direct exposure to calculated 
design inventory landfill waste concentrations, without transport to the air.  Further, the impacts 
calculated in the ICDF SLERA are not appropriate for use in this evaluation because the ICDF 
SLERA used very conservative (maximum design inventory) landfill waste concentrations and 
specifically states that the analysis was developed to support facility design only and should not 
be used to approximate actual site conditions. 

A revised risk evaluation for ILWMS emissions is proposed, which will include the following: 

1. A summary of the human health and ecological risk calculations from ILWMS emissions 
using the above-described methods. 

2. Discussion on the relative importance of evaluating cumulative impacts on human health for 
determination of ILWMS permitting.  The human impacts from ILWMS emissions (risk = 
7E-08 and HI = 0.0024) are less than 1/100 (< 1%) of the currently used human health criteria 
for RCRA risk assessments (1E-05 risk or 0.25 HI).  The potential ecological impacts are also 
likely a very small fraction of the accepted ecological criteria based on the results of the 
NWCF SLERA and the fact that the ILWMS emission rates are much smaller than the 
NWCF emission rates.  Assessment of incremental impacts from existing sources becomes 
much less important when the impacts from the source evaluated are very small compared to 
acceptable impact criteria.  When the impacts from the incremental source are 1% or less of 
the criteria, evaluation of existing source impacts has two likely outcomes: 1) the impacts 
from the existing sources will not increase the cumulative impacts beyond the criteria; or 2) 
the impacts from the incremental source will not appreciably change the existing air quality.  
For example, if the existing ambient air quality results in a risk of less than or equal to 9.8E-
06 (slightly less than the risk criteria of 1E-05), adding in the ILWMS risk (7E-08) gives a 
cumulative risk of 9.9E-06; still less than the risk criteria.  If the existing air quality results in 
a risk of 1E-05 or greater (greater than or equal to the risk criteria), adding in the ILWMS risk 
gives a cumulative risk of 1.007E-05 (or less).  This is quantitatively the same value as the 
existing air quality risk within 2 significant figures, which is the maximum number normally 
justified given the uncertainty in the risk assessment process.   

3. Summary of ICDF cumulative impacts on human health.  One of the major sources of 
concern relating to cumulative impacts with the ILWMS is the ICDF, which is currently 



INEEL Volume 14 NOD Response – October 2003 
EPA ID No. ID4890008952 

Page 6 of 28 

 

being constructed just southwest of the INTEC fence line.  The maximum human health 
impacts to the public calculated for this facility (ICDF Short-term Risk Assessment) using 
very conservative (maximum design inventory) assumptions were determined to be low 
enough (≤ 3E-08 risk and ≤ 0.01 HI) that their cumulative impacts with the ILWMS 
emissions are well less than the risk criteria (7E-08 + 3E-08 = 1E-07).  The cumulative HI 
from the ICDF and ILWMS would be ≤ 0.0124, far less than the 0.25 HI criteria.  These 
cumulative impacts will be summarized.  No additional human health risk assessment is 
planned for ICDF. 

4. Area screening for cumulative ecological impacts.  Cumulative impacts from ILWMS and 
existing sources may become an issue for on-site ecological impacts because of the much 
closer proximity of the receptors to the sources (right outside facility fence lines).  To address 
this concern, screening modeling of existing sources will be performed to determine the 
INEEL facilities whose plumes significantly overlap with the ILWMS (INTEC main stack) 
plume.  For this initial modeling, the following five areas will be evaluated:  1) INTEC main 
stack; 2) ICDF ground-level releases (from the landfills and evaporation ponds); 3) TRA; 4) 
CFA; and 5) RWMC.  These facilities were selected based on their location within the 
INTEC main stack plume footprint determined in the NWCF SLRA.  For this initial 
screening modeling only, TRA, CFA, and RWMC will be evaluated using a single 10-m high 
centrally located point source (this is reasonable given the lack of a single large source at 
these facilities and their relatively large distance from the INTEC maximum impact location, 
located approximately 1 km southwest of INTEC).  The latest EPA version of the ISC3 
model will be used for the modeling with 5-years of National Oceanic and Atmospheric 
Administration (NOAA) meteorological data from the Grid 3 tower, located 2-km north of 
INTEC.  Unit release annual average air concentration will be modeled and plotted (as 
isopleths).  If a facility contributes less than 10% of the total relative air concentration (from 
all sources) at the ILWMS maximum on-site impact location (located outside area fence 
lines), then that facility will be excluded from further analysis (its plume dispersion pattern 
does not significantly overlap that from the ILWMS).  If a facility contributes more than 10% 
of the total relative air concentration at the ILWMS maximum impact location (located 
outside area fence lines), then refined modeling will be done for quantified sources at that 
facility using actual source characteristics (e.g., location, release height, flow rates). 

5. Evaluation of cumulative ecological impacts from contributing sources.  If a facility 
contributes 10% or more of total impact at the ILWMS maximum impact location using the 
above screening modeling, the following additional analyses will be performed to evaluate 
cumulative ecological impacts at the maximum impact location for the INTEC main stack 
(same as that modeled for NWCF):   

• Emissions from the ILWMS and contributing sources will be evaluated for pollutants 
with existing emissions rate data (either calculated or measured) and reliable 
toxicological data.  Radionuclides will not be evaluated. 

• Cumulative deposition rates from contributing facilities will be calculated using the ISC3 
model. 

• Cumulative soil concentrations will be calculated using approved EPA human health risk 
assessment guidance. 

• Ecological impacts will be assessed using HQs calculated by dividing the modeled soil 
concentrations by ecologically-based screening levels (EBSLs), as described in the 
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“Guidance Manual for Conducting Screening Level Ecological Risk Assessments at the 
INEL,” INEL-95/0190, 1995.  The HQs will then be summed across all pollutants to 
obtain an HI.  This method was used in both the NWCF and ICDF SLERAs. 

• The proposed ecological protectiveness criterion for initial screening of impacts is an HI 
of 1.0.  An HI of 1.0 is considered appropriate because of the conservative nature of the 
EBSL approach and because this assessment takes into account cumulative impacts. 

• A qualitative uncertainty analysis will be included which discusses the uncertainty 
associated with ecological modeling assumptions and parameters values used in the 
assessment. 

6. For certain pollutants (e.g., mercury), existing measurements may be used in lieu of modeled 
concentrations for existing source impacts if the model predictions show unacceptable 
impacts. 

Upon receipt of DEQ concurrence with the approach presented above, the INEEL will complete 
the risk evaluation proposed.  Transmittal of the final certified report to the DEQ is anticipated 
within 270 calendar days after receipt of concurrence. 

SPECIFIC COMMENTS 

C. WASTE CHARACTERISTICS 

4. DEQ does not concur with the response to NOD #24.  The PEWE and LET&D are mixed waste 
treatment units.  While DEQ does not regulate the radioactive component of the waste, DOE is 
requesting alternate handling and sampling of the waste due to radiation concerns.  DEQ cannot 
evaluate the validity of these requests without information on the radiological component (e.g. 
isotopes, hazards associated with radioactive materials, etc.) of the waste.  Thus, information on 
the radiological component of the waste must be included in the revised Section C of the Permit 
Application. 

RESPONSE: 

The following description was added after the second paragraph of Section C-1 of the Part B 
Permit Application: 

“Radionuclides that contribute the majority of the activity for wastes managed in the 
ILWMS include Y-90, Sr-90, Cs-137, Ba-137m, Pu-238, Sm-151, Pu-241, Pm-147, Eu-
155, Eu-154, Pu-239, Am-241, Co-60, Ni-63, Cs-134, Sb-125, H-3, Pu-240, Tc-99, Cd-
113m, Te-125m, Pa-233, Np-237, Eu-152, Zr-93, Cm-244, Fe-55, Nb-93m, Nb-94, Ru-
106, Rh-106, Cs-135, U-234, Ce-144, and Pr-144.  Units that comprise the ILWMS are 
capable of handling high-level, transuranic, and low-level radioactive wastes.  Activities 
of typical wastes range from <20 nCi/g to 50,000 nCi/g.  The exposure rates associated 
with these process solutions routinely exceed 100 mrem/hr and can pose a potentially 
serious hazard to workers at the INEEL if appropriate protective measures such as time, 
distance, and shielding are not applied.  As a result the INEEL is requesting the use of 
alternate handling and sampling techniques as proposed in this permit application.” 

Specific waste characterization information, including radioactive waste analyses, is maintained 
in the operating record. 
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C-1. Chemical and Physical Analyses: IDAPA 58.01.05.008 and .012 [40 CFR §§ 264.13(a) and 
270.14(b)(2)] 

5. Page C-5, line 3 through 4, appears to indicate that there are test methods equivalent to the 
methods set forth in the Subpart C of 40 CFR 261 approved by the Director of the Idaho DEQ.  
Clarify if these methods have actually been approved by the Director and revise the Part B Permit 
Application to include a brief description of each of the equivalent methods. 

RESPONSE: 

The analyses noted in this Part B Permit Application do not require variances/deviations from the 
test methods identified in Tables C-1 and C-2.  The application language referenced on page C-5 
of the Part B Permit Application is included to assure the DEQ that when such variances are 
necessary, appropriate equivalent method approval by the Director of the DEQ will be sought. 

6. Page C-5, line 7 through 9, states that “With few exceptions, units that comprise the ILWMS 
manage land disposal restricted waste liquids that exhibit the characteristics of corrosivity and 
toxicity, and contain one or more listed constituents.” In the revised Part B Permit Application, 
clarify the exceptions referred to in the sentence. 

RESPONSE: 

Information from lines 18 through 20 on page C-5 of the Permit B Permit Application was 
incorporated into the referenced paragraph to provide clarification.  The description on page C-5 
now reads: 

“Except for the CPP-641 Westside Waste Holdup Tanks (VES-WL-103, VES-WL-104, and 
VES-WL-105), units that comprise the ILWMS manage land disposal restricted waste liquids that 
exhibit the characteristics of corrosivity and toxicity, and contain one or more listed constituents.  
Transfer lines from the Westside Waste Holdup Tanks include sections of tile-encased lines.  
Because of compatibility concerns regarding waste acids and the grout used for the tile-
encasement, these tanks are prohibited from managing wastes exhibiting the characteristic of 
corrosivity (EPA HWN D002).” 

7. The Part B Permit Application must provide detailed physical and chemical characteristics, based 
on analytical data and/or acceptable process knowledge, of waste being stored and/or treated in 
each of the ILWMS tank systems and miscellaneous units.  For example, the Engineering Design 
File (EDF) for VOC Emissions from ALD Inputs to the INTEC Deep Tanks (see Attachment 1 of 
the Part B Permit Application, Revision 1), page 2 of 6, 3rd and 4th paragraphs, provide sufficient 
information pertaining to chemical characteristics of the waste being stored and treated in the 
CPP-601 Deep Tanks.  The revised Part B Permit Application must provide equivalent quality of 
information/description for each unit associated with the ILWMS. 

RESPONSE: 

Attachments 3a through 3k to this NOD response contain analytical results for representative 
samples from tanks included in the ILWMS.  Due to the level of redundancy designed into the 
system, several tanks and miscellaneous treatment units may manage the same waste.  The 
following matrix is provided to show which analytical results are representative of wastes in the 
various segments of the ILWMS. 
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Tank(s)/Treatment Unit(s) Description Typical Analytical Results 

VES-NCC-119 Fluoride Hot Sump Tank See Attachment 3a 

VES-NCC-122 Non-Fluoride Hot Sump Tank See Attachment 3b 

VES-NCD-123/VES-NCD-129 Decon Holdup and Collection 
Tanks 

See Attachment 3c 

VES-WL-132 CPP-604 Evaporator Feed 
Sediment Tank –  
fed through VES-WL-133 

See Attachment 3d 

VES-WL-133 CPP-604 Evaporator Feed 
Collection Tank 

See Attachment 3d 

VES-WL-102 CPP-604 Surge Tank for 
VES-WL-133 – fed through 
VES-WL-133 

See Attachments 3d and 3e 

VES-WL-109 CPP-604 Evaporator Head 
Tank – fed from  
VES-WL-133 

See Attachment 3d 

EVAP-WL-129 / 
EVAP-WL-161 

Process Equipment Waste 
Evaporators – fed from  
VES-WL-133 

See Attachment 3d 

VES-WL-134 CPP-604 Process Condensate 
Surge Tank – may be used for 
series operation of the PEW 
evaporators or for storage 
capacity of concentrated 
acidic LET&D bottoms 

See Attachment 3j  
or Attachment 3k 

VES-WL-131 CPP-604 Process Condensate 
Surge Tank – feeds to the 
Process Condensate 
Collection Tanks 

See Attachment 3j 

VES-WL-108 CPP-604 Process Offgas 
Knock Out Pot – collected 
liquid would drain to either 
VES-WL-133 or  
VES-WL-131 

See Attachment 3d 
or Attachment 3j 
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Tank(s)/Treatment Unit(s) Description Typical Analytical Results 

VES-WL-101 
VES-WL-111 

CPP-604 Bottoms Collection 
Tanks – sample drawn from 
sample station WL-613 in 
1983/Bottoms historically 
transferred to Tank Farm 
Tanks VES-WM-186 

See Attachment 3f 

VES-WL-103, VES-WL-104, 
and VES-WL-105 

CPP-641 Westside Waste 
Holdup Tanks - these tanks 
have been emptied to the 
maximum extent allowed by 
the transfer pumps, without 
causing damage to the pump 
bearings, and no transfers of 
waste to this system are taking 
place 

See Attachment 3g 

VES-WM-100, VES-WM-101, 
and VES-WM-102 

CPP-604 Tank Farm Tanks See Attachment 3h 

VES-WG-100, VES-WG-101, 
VES-WH-100, and  
VES-WH-101 

CPP-601 Deep Tanks See Attachment 3i 

VES-WL-135, VES-WL-136, 
VES-WL-137, VES-WL-138, 
VES-WL-139, VES-WL-142, 
VES-WL-144, and  
VES-WL-150 

Process Waste Liquid Tanks – 
may collect PEW evaporator 
condensate  

See Attachment 3j 

VES-WL-106, VES-WL-107, 
and VES-WL-163 

CPP-604 Process Condensate 
Collection Tanks 

See Attachment 3j 

VES-WLK-197 CPP-1618 Acid Fractionator 
Waste Feed Head Tank – fed 
from CPP-604 Process 
Condensate Collection Tanks 

See Attachment 3j 

FRAC-WLL-170 and  
FRAC-WLK-171 

CPP-1618 Acid Fractionators 
– fed from CPP-604 Process 
Condensate Collection Tanks 

See Attachment 3j 

VES-WLL-195 CPP-1618 Acid Fractionator 
Bottoms Tank 

See Attachment 3k 
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Tank(s)/Treatment Unit(s) Description Typical Analytical Results 

VES-NCR-171 CPP-659 Annex LET&D 
Nitric Acid Recycle Tank – 
fed from VES-WLL-195 

See Attachment 3k 

VES-NCR-173 CPP-659 Annex LET&D 
Nitric Acid Recycle Head 
Tank – fed from  
VES-NCR-171 

See Attachment 3k 

 

8. The response to NOD #29 states that “Sampling and analysis has demonstrated that when these 
small quantities of ignitable waste are aggregated with other waste in the CPP-601 Deep Tanks to 
facilitate treatment, the characteristic of ignitability is lost.”  In the absence of a summary of past 
studies, which have been conducted on wastes in the Deep Tanks, DEQ is unable to reach the 
same conclusion.  The revised Section C must clearly justify the absence of the characteristic of 
ignitability in the deep tank. 

RESPONSE: 

As indicated in Table C-3 of the Part B Permit Application, process samples are taken from the 
CPP-601 Deep Tanks (VES-WG-100, VES-WG-101, VES-WH-100, and VES-WH-101) prior to 
each transfer to the PEWE system.  These process samples are analyzed for flashpoint to ensure 
they do not exhibit the characteristic of ignitability.  Attachment 4 to this NOD response contains 
templates for the parameters analyzed for process samples from the WG and WH tanks.  This 
attachment also includes examples of results from recent process sampling activities from these 
tanks demonstrating that these mixtures are not ignitable. 

9. Clarify whether or not the contents in the WWH tanks are corrosive. 

RESPONSE: 

Before the tanks were emptied to their current levels demineralized water was added until the pH 
of the waste was greater than or equal to 2.0 and less than or equal to 12.5 to ensure transferred 
waste was compatible with the grout used for tile-encased transfer lines.  Attachment 5 to this 
NOD response shows analytical results of the material contained in the WWH tanks.  These 
results show that the wastes in all 3 tanks exhibit a pH > 2.0 and < 12.5. 
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10. Results of the Balance of Plant sampling conducted in FY 1999 and 2000 (Book 1 of 4 of the 
Part B Permit Application) identify “unknown” volatile and semi-volatile organics (VOCs and 
SVOCs).  The revised Section C must comprehensively discuss these unknown VOCs and 
SVOCs, include justifications as to why they were not/could not be identified, and discuss the 
fate of these unknown components throughout the ILMWS. 

RESPONSE: 

EPA guidance (Contract Laboratory Program National Functional Guidelines for Organic Data 
Review, EPA/R-94/012, 1994; Guidance on Collection of Emissions Data to Support Site-Specific 
Risk Assessments at Hazardous Waste Combustion Facilities, EPA530-D-98-002, August 1998; 
and USEPA Contract Laboratory Program Statement of Work for Organic Analysis, Multimedia, 
Multi-Concentration, OLM04.2, May 1999) specifies the identification and quantification of 
tentatively identified compounds (TICs) that are observed in the VOC and SVOC 
chromatograms.  Results of the Balance of Plant sampling conducted in fiscal years (FY) 1999 
and 2000 were reviewed by Analytical Laboratory personnel to identify TICs based on this 
guidance.  Identification and quantification of these TICs was done according to the EPA 
Contract Laboratory Program guidelines.  These guidelines indicate that chromatogram peaks 
with the greatest apparent concentrations should be tentatively identified and quantified.  
Additionally, all peaks with favorably matched retention times and apparent primary ion 
concentration down to 10% relative intensity (based on area) with respect to the primary ion of 
the nearest internal standard, should be identified and reported in their estimated concentration.  
Relative major ion intensities should agree within +/- 20%.  Compound identifications were made 
using National Institute of Standards and Technology /EPA/National Institute of Health (May 
1992) equivalent mass spectral library data.  These are tentative identifications because there 
were no reference standards analyzed at the same chromatogram retention time as the tentatively 
identified compounds. 

The reportable concentrations for these TICs were estimated by comparing the compound total 
area count (or peak height) to the total area count (or peak height) of the nearest internal standard 
free from interferences on the total or reconstructed ion chromatogram, and assuming a relative 
response factor (RRF) of 1.0.  Results were reported on a separately identified list and flagged as 
estimated.  The RRF is compound-specific, and cannot be determined in the TIC evaluation.  The 
revised report specifies the corresponding internal standards used in the calculation of TIC 
concentrations. 

For this effort, the “match quality” (Q), an agreement between the unknown peak and potentially 
matching library compounds, was required to be at least 85% for the unknown peak to be 
identified as a specific compound.  This degree of matching may result in false-positive 
identification of TICs in the sample.  Therefore, it may be necessary to re-examine results that, in 
the judgment of the project technical lead and quality assurance office, seem incredible.  This list, 
however, will help identify any constituents that should be added to the VOC and SVOC target 
analyte list for future sampling.  Any compounds that failed to meet a minimum match quality of 
85% continue to be listed as  “unidentified.” 

Based on the review of Balance of Plant analytical results for sampling conducted in FY 1999 and 
2000, all reported compounds, with two exceptions, continue to be “unknown”(657 reported), 
“unknown hydrocarbons”(30 reported) or substituted benzenes (17 reported) in the referenced 
data packages since the relative major ion intensities exceeded the +/-20% criteria.  The 
exceptions are as follows: 
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• Benzoic acid in VES-NCD-123 at an estimated level of 21 ug/L 
 
• Chloroform in VES-WL-106 at an estimated level of 12 ug/L. 

 
Both of these TICs are short-chain hydrocarbons that may be present in extremely low 
concentrations.  EDF-2432 was prepared and included as Attachment 1 to the first NOD response, 
which was submitted to the DEQ in December 2002.  This EDF reviewed the inventory of 
organics sent from CPP-602, CPP-630, and CPP-684 to the Deep Tanks.  The EDF 
conservatively assumed that all “unidentified” volatile organic compounds were isopropanol, 
which was then readily converted to acetone; considered a worst-case volatile organic.  The EDF 
concluded that although the organic concentration in the Deep Tanks may exceed 10 ppmw, 
making 40 CFR 264 Subpart AA applicable to this system, associated emissions of volatile 
organic compounds (VOC) are much less than 3 lb/hr and 3.1 tons/yr.  The TICs and estimated 
concentrations identified from this review of FY 1999 and 2000 Balance of Plant sampling data 
do not alter this conclusion. 
 
Provided as Attachment 6 to this NOD response are the analytical results identifying the TICs 
described above. 
 

C-lc. Waste in Miscellaneous Treatment Units: IDAPA 58.01.05.008 [40 CFR § 264.601(a)(1)] 

11. Response to NOD #35 does not fully address DEQ’s concern.  The revised Section C must 
provide detailed physical and chemical characteristics, based on analytical data and/or acceptable 
process knowledge, of the evaporator and fractionator bottoms and overheads. 

RESPONSE: 

See the response to item No. 7 of this NOD. 

C-2. Waste Analysis Plan: IDAPA 58.01.05.008 and .012 [40 CFR §§ 264.13(b) and (c), and 
270.14(b)(3)] 

12. One of the objectives of the WAP (6th bullet) is to provide additional requirements for the 
characterization and acceptance of ignitable and reactive wastes.  It is DEQ's understanding that 
the ILWMS will not manage wastes that exhibit the characteristic of reactivity (EPA HWN 
D003).  Clarify this discrepancy in the revised Section C. 

RESPONSE: 

The DEQ is correct.  The INEEL will not manage wastes exhibiting the characteristic of 
reactivity in the ILWMS.  The 6th bullet under Section C-2 of the Part B Permit Application has 
been revised to read: 

• “Provide additional requirements for the characterization and acceptance of ignitable 
wastes.” 

13. One of the examples of process knowledge described in Section C uses analytical reports from 
non-SW-846 chemical analyses, outdated chemical analyses, or information from similar 
processes.  Justify the validity of these analyses being used as process knowledge in lieu of 
acceptable knowledge based on valid analytical techniques (EPA Guidance Manual for Waste 
Analysis at Facilities that Generate, Treat, Store and Dispose of Hazardous Wastes). 
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RESPONSE: 

Non-SW-846 chemical analyses are process sampling results that do not necessarily follow SW-
846 sample collection or QA/QC protocol prescriptively.  The results, however, supply 
information related to the characteristics of the waste that may be used as process knowledge 
during RCRA characterization.  If process sample results are inconsistent with the waste 
characterization information provided by the generator or indicate that the waste generating 
process may have changed, then the waste is recharacterized. 

Outdated chemical analyses are not used to support process knowledge for RCRA 
characterization of wastes managed by the ILWMS.  The reference to outdated chemical analyses 
has been removed from the Part B Permit Application. 

The sixth bullet of Section C-2a of the Part B Permit Application was revised to read: 

• “Analytical reports from non-SW-846 chemical analyses or information from similar 
processes.” 

C-2a(1). Waste Acceptance Criteria 

14. State the concentration limits for both total suspended solids and total dissolved solids acceptable 
to the ILWMS. 

RESPONSE: 

There are no concentration limits for TSS or TDS.  All physical and chemical operational 
constraints and tolerance limits are identified in Section D-8b(5) of the Part B Permit Application. 

C-2c(1). Standard Sampling Methods 

15. Samples from the ILWMS are typically collected through double hypodermic needle (double-
needle) samplers, sample nozzles, or spigots.  The double-needle samplers may lose VOCs and 
SVOCs to either headspace of the sample vial or to the carrier gases used to move/collect the 
sample.  DOE must demonstrate that the use of the double-needle sampling system does not 
impact the accuracy of the VOC and SVOC analytical data. 

RESPONSE: 

Appendix C-2 has been added to the Part B Permit Application.  This appendix contains a report 
from Science Applications International Corporation entitled; “Final Report for Organics 
Partitioning Resulting from Operation of an INTEC Double-Needle Sampler, Revision 1,” dated 
September 24, 2002.  This report shows that volatile organics taken from a double-needle sampler 
closely correlate to samples taken from a spigot at a PEWE mock-up facility.  In fact, in several 
instances, the level of volatile organics measured from samples taken through the double-needle 
sampler was slightly greater, or more conservative, than that for samples taken from the spigot. 

The following description was added to the end of the first paragraph of Section C-2c(1) of the 
Part B Permit Application: 

“Appendix C-2 contains a report from Science Applications International Corporation 
entitled, “Final Report for Organics Partitioning Resulting from Operation of an INTEC 
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Double-Needle Sampler, Revision 1,” dated September 24, 2002.  This study compares 
organic concentrations obtained from double-needle and spigot sampling techniques to 
determine whether potential stripping of organics occurs.  The results of these tests 
indicate that INTEC sample collection and handling procedures do not significantly 
affect the concentration of volatile or semi-volatile organic constituents in the waste 
stream.” 

C-2c(3). Process Sampling 

16. Exhibit C-1 of the Volume 14 Permit Application, Revision 0, shows two additional process 
sampling locations, the feed collection tanks and the bottom collection tanks, which are not 
identified in Table C-3 of the Permit Application, Revision 1.  Clarify this discrepancy in the 
revised Section C. 

RESPONSE: 

Table C-3 in the Part B Permit Application identifies ILWMS typical process sampling locations 
and the parameters tested.  Exhibit D-1, PEWE System Flow Diagram and Inputs, of the permit 
application has been revised to indicate that the Bottoms Collection Tanks and the PEWE Feed 
Tanks are not routinely sampled. 

Bottoms collected in VES-WL-101 and VES-WL-111 are transferred to either the Tank Farm 
Facility or the Evaporator Tank System where sampling can occur.  Since these tank systems 
were designed and constructed to manage the types of waste to be processed, there is no need to 
collect process samples prior to waste transfers. 

VES-WL-102 and VES-WL-133 contain samplers; however, the sample lines are plugged and not 
serviceable.  Process samples are taken upstream of the PEWE Feed Tanks to ensure that process 
tolerance limits are met.  VES-WL-132 is not equipped with a sampler. 

17. Justify why the analytical parameters seem to vary with the sampling location.  Each waste 
stream must meet the same acceptance profile before it can be received to the evaporators. 

RESPONSE: 

Table C-3 identifies typical ILWMS process sampling locations and parameters.  Process 
sampling differs from RCRA characterization sampling in that process samples are collected 
solely to ensure optimum operation of the miscellaneous treatment units.  RCRA characterization 
and waste verification/acceptance are completed prior to receiving waste streams into the 
ILWMS.  Process samples are taken after acceptance of the waste into the system to ensure 
performance criteria associated with the miscellaneous treatment units are satisfied for each 
consecutive step in the treatment train.  Process samples are not taken for RCRA characterization 
of wastes.  However, if process sampling results are inconsistent with the waste characterization 
information provided by the generator or indicate that the waste generating process may have 
changed, then the waste is recharacterized. 

The following statement was added to the last paragraph of Section C-2c(3) of the Part B Permit 
Application. 
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“If process sampling results are inconsistent with the waste characterization information 
provided by the generator or indicate that the waste generating process may have 
changed, then the waste is recharacterized.” 

C-2f. Additional Requirements for Ignitable, Reactive, or Incompatible Wastes: IDAPA 
58.01.05.008 [40 CFR §§ 264.13(b)(6) and 264.171 

18. It appears that a hexone/nitric acid reaction can occur if an adequate concentration of hexone is 
present and necessary temperature requirements are met.  The flashpoint of hexone in water at the 
elevation of the INEEL is 133°F (56°C) at a concentration of 2000 mg/L.  Since the operating 
temperature of the PEW evaporators and LET&D fractionators are high enough to sustain a 
hexone/nitric acid reaction, under the operating condition, the concentration of total organic 
carbon (TOC) allowed in the feed of the ILWMS is limited to 1100 mg/L (assuming all TOC is 
hexone).  These descriptions are included in the NOD response (response #51) but not in the Part 
B Permit Application, Revision 1.  Because the tolerance limit set for the TOC appears to be a 
requirement for reactive waste, include the response to NOD #51 to the revised Section C. 

RESPONSE: 

The following description was added to the end of Section C-2f of the Part B Permit Application: 

“The safety analysis documentation for the ILWMS indicates that, under the proper 
conditions, two potentially explosive reactions could occur.  These reactions are tributyl 
phosphate (TBP) with nitric acid and hexone with nitric acid.  Due to the temperature 
requirements necessary for these reactions, the only units described in this Part B permit 
application that could potentially sustain these reactions are the PEW evaporators and the 
LET&D fractionators. 

“Conditions necessary for a TBP/nitric acid reaction include appropriate TBP 
concentration and elevated temperature (studies have shown that this reaction does not 
become extremely exothermic until the solution reaches 186° C). 

“The quantity of TBP in the ILWMS is extremely small.  Since the end of fuel 
reprocessing activities at the INTEC in the early 1990’s, no TBP has been added to the 
system.  In addition, all liquids in the INTEC TFF have already been evaporated at least 
once, further reducing the volume of TBP. 

“Both the PEWE and LET&D facilities operate at much lower temperatures than are 
necessary to sustain a TBP/nitric acid reaction.  Standard operating temperatures for these 
facilities are 108° C for the PEW evaporators and 118° C for the LET&D fractionators.  
Deviations from these operating temperatures result in waste feed cutoffs and/or 
shutdown of the system well before a temperature of 186° C can be reached. 

“In order for a hexone/nitric acid reaction to occur, similar conditions must exist.  A 
reaction can only be sustained if an adequate concentration of hexone is present and 
necessary temperature requirements are met.  The flashpoint of hexone in water at the 
elevation of the INEEL is 133° F (56° C) at a concentration of 2000 mg/L.  

“Like TBP, hexone is present in INTEC liquid wastes in only minimal concentrations.  
However, since the operating temperatures of the PEW evaporators and LET&D 
fractionators are high enough to sustain a hexone/nitric acid reaction, under the 
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appropriate conditions, the concentration of TOC allowed in the feed to the ILWMS is 
limited to 1100 mg/L.  To ensure conservatism, all TOC is assumed to be hexone.  This 
tolerance limit is identified in Section D-8b(5) of this permit application for both the 
PEWE and LET&D facilities. 

“Furthermore, the LET&D facility is operated as an open system.  The LET&D 
fractionators are maintained at a pressure of –20 in. water column.  Both the TBP/nitric 
acid and the hexone/nitric acid scenarios require a closed system to sustain a reaction.  
The conditions in the LET&D facility preclude either reaction from occurring.  If a 
vacuum cannot be maintained, the treatment process is automatically shut down. 

“Therefore, the risk of explosive TBP/nitric acid reactions is eliminated due to low 
reactant concentrations, inadequate temperature, and open vessel conditions in the 
LET&D fractionators.  Similarly, hexone/nitric acid reactions cannot occur due to low 
reactant concentrations, which are further regulated by administrative controls, and open 
vessel conditions on the LET&D fractionators.” 

19. The last sentence of the response to NOD #53 should be included in the revised waste analysis 
plan. 

RESPONSE: 

The following description was added to the first paragraph of Section C-2f of the Part B Permit 
Application: 

“As identified in Table C-3 of Section C-2c(3), process samples are taken from the CPP-
601 Deep Tanks prior to each transfer to the PEWE system and tested for flashpoint to 
ensure the feed stream is not ignitable.” 

C-4. Subpart AA, Subpart BB, and Subpart CC Applicability: IDAPA 58.01.05.008 [40 CFR §§ 
264.1030, 264.1050, and 264.1080] 

20. DEQ's comments appear to have not been adequately addressed and included in the Permit 
Application, Revision 1.  See the General Comment section, second bullet. 

RESPONSE: 

See the response to item No. 2 of this NOD. 

D. PROCESS INFORMATION 

21. The response to NOD #67 indicates that PEWE off-gas samples, based on a study conducted on a 
bench-scale model of the PEWE, taken downstream of the PEWE condensers did not contain free 
liquids, thus the off-gas is non-condensable.  The mist eliminator and superheater downstream of 
the PEWE condenser appear to be redundant equipment based on the bench-scale study.  The 
revised Part B Permit Application must describe the need and operational parameters for this 
equipment. 
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RESPONSE: 

The mist eliminator and superheater, components of the Vessel Offgas (VOG) System, are 
included to protect and extend the life expectancy of high-efficiency particulate air (HEPA) filters 
included in the offgas system.  Under normal operations these components might be considered 
redundant; however, in the unlikely event of system upset they ensure adequate protection of 
human health and the environment by preventing degradation of the HEPA filters. 

The first paragraph of Section D-2d of the Part B Permit Application under the heading, “PEWE 
Pressure Controls” was revised to read: 

“Waste treatment and storage vessels at INTEC are connected to a gaseous waste 
treatment system called the VOG system.  All ILWMS storage and treatment systems 
discharge gases such as instrument air purges (used in level, density, and pressure 
instrumentation), air spargers (agitators), and gases displaced from a vessel when it fills 
with liquid.   

“Gases from the PEWE and other INTEC processes, such as the Tank Farm and CPP-659 
vessels, vent to the CPP-604 VOG system.  The CPP-604 VOG system consists of a mist 
eliminator, superheater, and HEPA filter banks.  The mist eliminator and superheater are 
included to protect and extend the life expectancy of the HEPA filters.   

“Several facility process and vessel offgas systems, including the CPP-604 VOG system, 
combine in the Process APS located in CPP-649.  The Process APS is a back-up system 
that treats the combined process and vessel offgas streams from CPP-601, CPP-604, Tank 
Farm, and the NWCF.  The Process APS treatment consists of a mist eliminator, 
superheater, and HEPA filters.  Next, the process and vessel offgases are routed to the 
INTEC Main Stack (CPP-708) where they mix with building ventilation air and are 
exhausted to the atmosphere.  The vessel and process offgas systems are maintained 
under a vacuum to control contamination.  The system equipment and piping are 
fabricated from acid resistant stainless steel for corrosion resistance. Additionally, the 
Process Condensate Collection Tanks can be vented to the process condensate collection 
cells, which vent to the CPP-604 building ventilation system.  The VOG and APS 
systems are described further in Section D-8b of this application.” 

22. To qualify for the emergency structure exemption as set forth in IDAPA 58.01.05.008 [40 CFR § 
264.1(g)(8)(i)], the revised Section C must clarify the source(s) of the wastes collected in the 
PWL sumps. 

RESPONSE: 

Sump SU-WL-140 is located in the South Cell of the Rare Gas Plant (RGP).  The RGP is no 
longer active.  Therefore, there are no sources of waste that would be collected in this sump. 

Sump SU-WL-143 is located in the RGP Pump Pit.  Since the RGP is no longer active, there are 
no sources of waste that would be collected in this sump. 

Sump SU-WL-148 is located at the INTEC main stack.  In the event of equipment failure, 
condensate from the main stack could collect in this sump.   
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Sumps SU-WL-145 and SU-WL-146 are part of the secondary containment and leak detection 
system in the PEWE Condensate Collection Cell.  As such, these sumps do not require the 
emergency structure exemption set forth in IDAPA 58.01.05.008 [40 CFR § 264.1(g)(8)(i)]. 

Sump SU-WL-147 is part of the secondary containment and leak detection system in the PEWE 
EVAP-WL-161 Cell.  As such, this sump does not require the emergency structure exemption set 
forth in IDAPA 58.01.05.008 [40 CFR § 264.1(g)(8)(i)]. 

The following description was added to Section C-1b of the Part B Permit Application under the 
heading, “Process Waste Liquid (PWL) System (VES-WL-135, VES-WL-136, VES-WL-137, 
VES-WL-138, VES-WL-139, VES-WL-142, VES-WL-144, and VES-WL-150)”: 
 

“Sumps SU-WL-140, -143, -145, -146, -147 and -148 do not contain tanks.  These sumps 
are not used routinely.  The exclusive purpose of these sumps is to contain liquids during 
immediate responses to discharges of hazardous wastes.   

“Sump SU-WL-140 is located in the South Cell of the Rare Gas Plant (RGP).  The RGP 
is no longer active.  Therefore, there are no sources of waste that would be collected in 
this sump. 

“Sump SU-WL-143 is located in the RGP Pump Pit.  Since the RGP is no longer active, 
there are no sources of waste that would be collected in this sump. 

“Sump SU-WL-148 is located at the INTEC main stack.  In the event of equipment 
failure, condensate from the main stack could collect in this sump.   

“Sumps SU-WL-145 and SU-WL-146 are part of the secondary containment and leak 
detection system in the PEWE Condensate Collection Cell. 

“Sump SU-WL-147 is part of the secondary containment and leak detection system in the 
PEWE EVAP-WL-161 Cell.” 

The second and third paragraphs of Section D-1 of the Part B Permit Application under the 
heading, “VES-WL-135, VES-WL-136, VES-WL-137, VES-WL-138, VES-WL-139, 
VES-WL-142, VES-WL-144, and VES-WL-150, Process Waste Liquid (PWL) Tanks and 
Sumps” were revised to read: 
 

“The PWL tanks and sumps are located in CPP-604, CPP-649, and associated valve 
boxes.  The purpose of the system is to collect offgas condensate and liquid from floor 
drains and transfer the waste to the PEWE Evaporator Feed Collection Tank, VES-WL-
133.  The system is comprised of tanks VES-WL-135, -136, -137, -138, -139, -142, -144, 
-150, and various cell sumps.  VES-WL-150 collects liquids from the floor drains and the 
other tanks collect offgas condensate.  A sump or vault secondarily contains each of the 
tanks.   

“Sumps SU-WL-140, -143, -145, -146, -147 and -148 do not contain PWL tanks.  Sumps 
SU-WL-140 and SU-WL-143 are located in the Rare Gas Plant in CPP-604.  Since the 
Rare Gas Plant is no longer active there are no sources of waste that would be collected 
in either sump.  Sump SU-WL-148 is located at the INTEC main stack.  In the event of 
equipment failure, condensate from the main stack could collect in this sump.  These 
sumps are emergency equipment and do not routinely collect waste; therefore, the sumps 
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are exempt from requiring secondary containment.  Sumps SU-WL-145, SU-WL-146, 
and SU-WL-147 are part of the secondary containment and leak detection system for the 
PEWE Condensate Collection Cell and PEWE EVAP-WL-161 Cell.  As such, these 
sumps do not require the emergency structure exemption set forth in IDAPA 
58.01.05.008 [40 CFR § 264.1(g)(8)(i)].” 

 
23. Include the response to NOD #72 in the revised Section C to justify the transfer of PEWE 

bottoms to the ETS. 

RESPONSE: 

The following description was added at the end of the second paragraph in Section D-1 of the 
Part B Permit Application under the heading, “PEWE System Operation”: 

“All of these tanks were designed and constructed to contain the types of solutions stored.  
The P.E. certifications for these units attest that the tank systems are adequately designed 
and are compatible with the waste(s) to be stored or treated in accordance with IDAPA 
58.01.05.008 [40 CFR § 264.192(a)]. 

“As described above, there may be instances where complete concentration of the waste 
feed does not occur.  When this happens, the remaining feed may be blended with other 
wastes and reintroduced to the ILWMS.  Depending on the characteristics of the new 
feed solution (e.g., high chlorides, fluorides, or radionuclide concentration), it may be 
appropriate to route the mixture back to the ETS for processing, rather than the PEWE, to 
ensure optimum treatment and protection of equipment. 

“With the addition of the C-40 valve box, the PEWE bottoms (from both VES-WL-101 
and VES-WL-111) can be transferred to the ETS, TFF, and the CPP-604 TFT.  From the 
CPP-604 TFT, waste can be transferred to the TFF, the ETS, or the PEWE.  The transfer 
lines are encased in stainless steel and equipped with leak detection.  Drawings showing 
transfer routes are included in the Section D Plant Drawing package for the Part B Permit 
Application, Appendix D-1.” 

24. Include the response to NOD #74 in the revised Section C to justify the transfer of PEWE process 
condensate to the LET&D facility or back to the evaporator feed tank. 

RESPONSE: 

The following description was added after the second paragraph of Section D-1 of the Part B 
Permit Application under the heading, “PEWE System Operation”: 

“Occasionally, PEWE process condensate does not meet the feed limits or operational 
constraints (e.g., fluorides, TOC, radionuclide concentration) established for the LET&D 
facility, as identified in Section D-8b(5) of the Part B Permit Application.  In these 
instances, the condensate is routed back to the evaporator feed tank and blended with 
other solutions for further processing.” 



INEEL Volume 14 NOD Response – October 2003 
EPA ID No. ID4890008952 

Page 21 of 28 

 

D-2. Tank Systems 

D-2d. Description of Feed Systems, Safety Cutoffs, Bypass Systems, and Pressure Control: 
IDAPA 58.01.05.012 [40 CFR § 270.16(c)] 

PEWE System 

25. Include the response to NOD #86 in the revised Section D. 

RESPONSE: 

The following description was added after the first paragraph of Section D-2d of the Part B 
Permit Application under the heading, “PEWE Safety Cutoffs”: 

“The DCS monitors and controls processes in the ILWMS.  These processes include the 
LET&D, Service Waste, PEWE, Process Offgas (POG), Atmospheric Protection System 
(APS), PWL, VOG, and Main Stack Monitor processes or systems.  The DCS is a 
microprocessor-based control system that uses a combination of free-standing operator 
consoles networked to electronic I/O interfaces to field devices. 

“To ensure a high degree of integrity, redundancy is used where possible.  These include 
redundant controllers, power supplies, communications modules, consoles, and data 
highway cabling.  This redundancy, along with utilization of equipment only from a 
vendor with documented previous experience of providing successful complex process 
control systems, and adherence to the vendor's recommended preventive maintenance 
practices provide the necessary assurance of reliability for meeting the requirements of 
EPA regulations, Technical Specifications/Standards, and plant mission.” 

26. Response to NOD #93 does not address DEQ's stated concern.  Revise Section D to include a 
detailed justification for the direct transfer of waste through the evaporators to the PEWE Bottom 
tanks without operating the evaporators. 

RESPONSE: 

Section D-2d of the Part B Permit Application under the heading, “PEWE Bypass Systems” was 
revised to read: 

“Waste can be transferred through the evaporators to VES-WL-101 or VES-WL-111 
without operating the evaporators.  Such transfers may occur when: 

• The evaporators are not operable due to scheduled maintenance activities or are 
in need of repairs 

• The system requires testing following repairs or maintenance (this minimizes 
waste by not introducing new materials to the system) 

• The PEWE Feed Tanks can be emptied to allow additional storage capacity 
during periods of system maintenance and/or testing.” 
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27. Include the response to NOD #94 to the revised Section D.  At a minimum, reference Section 
D-8b, which describes the CPP-604 building ventilation system. 

RESPONSE: 

The first paragraph of Section D-2d of the Part B Permit Application under the heading, “PEWE 
Pressure Controls” was revised to read: 

“Waste treatment and storage vessels at INTEC are connected to a gaseous waste 
treatment system called the VOG system.  All ILWMS storage and treatment systems 
discharge gases such as instrument air purges (used in level, density, and pressure 
instrumentation), air spargers (agitators), and gases displaced from a vessel when it fills 
with liquid.   

“Gases from the PEWE and other INTEC processes, such as the Tank Farm and CPP-659 
vessels, vent to the CPP-604 VOG system.  The CPP-604 VOG system consists of a mist 
eliminator, superheater, and HEPA filter banks.  The mist eliminator and superheater are 
included to protect and extend the life expectancy of the HEPA filters.   

“Several facility process and vessel offgas systems, including the CPP-604 VOG system, 
combine in the Process APS located in CPP-649.  The Process APS is a back-up system 
that treats the combined process and vessel offgas streams from CPP-601, CPP-604, Tank 
Farm, and the NWCF.  The Process APS treatment consists of a mist eliminator, 
superheater, and HEPA filters.  Next, the process and vessel offgases are routed to the 
INTEC Main Stack (CPP-708) where they mix with building ventilation air and are 
exhausted to the atmosphere.  The vessel and process offgas systems are maintained 
under a vacuum to control contamination.  The system equipment and piping are 
fabricated from acid resistant stainless steel for corrosion resistance. Additionally, the 
Process Condensate Collection Tanks can be vented to the process condensate collection 
cells, which vent to the CPP-604 building ventilation system.  The VOG and APS 
systems are described further in Section D-8b of this application.” 

D-2f(1)(b). Requirements for Secondary Containment and Leak Detection: IDAPA 58.01.05.008 
and .012 [40 CFR §§ 264.193 and 270.16(g)] 

28. Include the response to NOD #112 to the revised Section D providing details to demonstrate how 
spilled or leaked waste and accumulated precipitation will be removed from all sumps within the 
timeframe in accordance with IDAPA 58.01.05.008 [40 CFR § 264.193(b)(3)]. 

RESPONSE: 

The following description was added after the fourth paragraph of Section D-2f(1)(b) of the Part 
B Permit Application: 

“Upon detection of spilled or leaked materials, the following actions are taken: 

• Within 24 hours, remove as much of the waste as is necessary to prevent further 
releases of hazardous waste to the environment and to allow inspection and repair 
of the treatment system, in accordance with IDAPA 58.01.05.008 [40 CFR § 
264.601] 
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• Prevent migration of and remove visible contamination from soil or surface 
water, in accordance with IDAPA 58.01.05.008 [40 CFR § 264.601] 

• If the collected material is an HWMA/RCRA-regulated material, manage it in 
accordance with all applicable requirements of IDAPA 58.01.05.005 through 
58.01.05.008 [40 CFR Parts 261 through 264].” 

29. Include the response to NOD #116 to the revised Section D. 

RESPONSE: 

The first paragraph of Section D-2f(1)(b) of the Part B Permit Application under the heading, 
“CPP-601 Deep Tanks Vaults” was revised to read: 

“The WG/WH tanks are located on the lowest level of CPP-601.  Two tanks are located 
in each of the two reinforced concrete vaults.  The cells each measure 38 ft 6 in. by 15 ft 
by 21 ft 6 in., with a stainless-steel-lined floor that extends 3-ft up the walls.  Both vaults 
are provided with sumps and leak detection.  Upon high level alarm, the sumps are jetted 
back to either VES-WG-100/-101 or VES-WH-100/-101 tanks.” 

30. The revised Part B Permit Application must provide measures for compliance with the applicable 
secondary containment and leak detection requirements for sections of piping embedded in 
concrete.  To address these requirements, DOE may provide a definitive schedule for completion 
of any necessary upgrades associated with these embedded lines. 

RESPONSE: 

The following concrete penetrations at the INTEC have been identified as requiring upgrades to 
provide compatible secondary containment per DEQ’s guidance: 

Penetration Number Location Function 

3” PWM-1018Y VES-WM-101/102 Vault Jet transfer line from WM-101 to WM-
100 

3” PWM-10024Y VES-WM-101/102 Vault Jet transfer line from WM-100 to WM-
102 

3” PWM-20015Y VES-WM-101/102 Vault Overfill line between WM-100/WM-101 

1½” PWL-2091Ca Wall between 161 Evaporator 
Cell and the Condensate 
Collection Cell  

Transfer line from VES-WL-109 to the 
VES-WL-161 

1½” PWL-2091Ca Wall between 161 Evaporator 
Cell and the Condensate 
Collection Cell 

Transfer line from VES-WL-109 to the 
VES-WL-161 

4” PWL-1133C Wall between 161 Evaporator 
Cell and VES-WL-101 Vault 

Evaporators discharge line to VES-WL-
101 Tank 
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Penetration Number Location Function 

2”PWL-2068C Condensate Collection Cell to 
Operating Corridor CPP-604 

Discharge line from the collection tanks 
to the LET&D Process 

1” PSAR- 107694b Wall between the Service 
Corridor and E Cell. 

Drain line from VES-E-108 to PEW 

1 ½ “ PE-AR-151820 b Wall between the Service 
Corridor and C Cell. Drawing # 
094762/ 133610 

Drain line from VES-C-103 to PEW 

¾” TC-2091Y b Floor from the PM Deck of 
CPP-601 to the VES-C-103 
Drawing # 133610 

Drain line from the HOT Sink on the PM 
Deck to the collection tank VES-C103 

a These penetrations do not require core drilling to install a secondary containment sleeve.  Adequate area exists around the 
transfer line to properly sleeve the penetration. 

b These penetrations will be rerouted to compliant lines as part of a Voluntary Consent Order Action Plan.  The work plan is 
complete awaiting approval of an updated Safety Analysis Report. 

The second and third paragraphs and Table D-5 of Section D-2f(1)(b) under the heading, “VES-
WM-101/VES-WM-102 Vault” were deleted and replaced with the following: 

“Concrete-embedded transfer lines have been identified at the ILWMS.  In order to ensure 
compliance with the requirements of 40 CFR § 264.193(f), these lines will be upgraded or 
rerouted in accordance with the following schedule: 

• Conceptual design complete by 9/30/04 

• Title design complete by 9/30/05 

• Work package development complete by 3/31/06 

• Identified lines upgraded/rerouted and Professional Engineer certifications submitted 
to the DEQ on or before 9/30/06.”  

F. PROCEDURES TO PREVENT HAZARDS 

F-2a. General Inspection Requirements: IDAPA 58.01.05.008 and .012 [40 CFR §§ 264.15(a) and 
(b), 264.33, 264.195, and 270.14(b)(5)] 

31. Include the response to NOD #132 to the revised Part B Permit Application, or replace Footnote 
(1) in Appendix F1-24 with a brief summary of the response to NOD #132. 

RESPONSE: 

The following description was added to Section D-2f(1)(b) of the Part B Permit Application 
under the heading, “EVAP-WL-161 Cell”: 
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“There are known defects (cracks) in the CPP-604 EVAP-WL-161 Evaporator cell 
concrete walls.  INTEC structural engineering personnel have evaluated the condition of 
the WL-161 Evaporator cell and have determined the cell to be structurally sound.  
RCRA regulations [40 CFR § 264.15(c)] require repair of structures to ensure the 
problem does not lead to an environmental or human health hazard.  The existing 
condition of the WL-161 cell does not pose a hazard to the environment or to human 
health.  The portion of the cell that provides secondary containment and leak detection is 
the lower three-foot stainless steel cell liner, which has no defects.  The defects in the cell 
are only in portions of the concrete walls located above the cell liner.  Any leaks from the 
process vessels or ancillary piping will be completely contained within the stainless steel 
liner and will not subject the concrete wall to any sustained exposure to hazardous waste.   
The cell is maintained under negative pressure.  Any offgas from a leak or spill would be 
collected in the CPP-604 VOG system.  Inspections of the cell during periods of 
maintenance or repair are made to ensure that deterioration of the concrete does not 
increase.” 

F-3a(1). Equipment Requirements: IDAPA 58.01.05.008 and .012 [40 CFR §§ 264.32 and 270.14(b)] 

32. Include the response to NOD #133 to the revised Section F. 

RESPONSE: 

Appendices F-2 and F-5 in the Part B Permit Application identify the inspection schedules for the 
PEW evaporators and the LET&D fractionators, respectively. 

Form INTEC-4005, “RCRA PEW Tank Overfill And Daily Leak Inspection,” is included in 
Section F, Appendix 1 of the application.  This form shows the types of inspections completed for 
the evaporators.  

Form INTEC-4055, “RCRA LET&D Daily Facility Inspections,” is included in Section F, 
Appendix 1 of the application.  This form shows the types of inspections completed for the 
fractionators. 

Section F-2a(1) of the Part B Permit Application was revised to read: 

“The inspection schedules for the units that comprise the ILWMS, including the scope of 
the inspections performed and the types of problems noted, are summarized in 
Appendices F-2 through F-6.” 

F-4. Preventive Procedures, Structures, and Equipment 

33. Include the response to NOD #136 to the revised Section F. 

RESPONSE: 

The first paragraph of Section F-4a of the Part B Permit Application under the heading, 
“Unloading Operations” was revised to read: 

“Transfers of hazardous waste to and from CPP-604 are conducted through piping 
systems.  Wastes generated at other INEEL or off-Site facilities may be introduced to the 
ILWMS via the CPP-1619 Truck Unloading Bay through tanker trucks or containers.  
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Unloading operations at this facility are controlled by standard operating procedures.  
During unloading operations, a portable HEPA air mover is required to filter particulate 
and radioactive emissions.  An intake for the air mover is located near the unloading hose 
connections in the CPP-1619 unloading bay.  A stainless-steel drip pan is used to collect 
possible leaks during unloading. Personnel will inspect for evidence of improper 
connections before beginning the transfer or acceptance of waste at CPP-1619.  Waste 
staging areas will be inspected for leaks or spills when waste is being received.” 

F-4d. Equipment and Power Failure: IDAPA 58.01.05.012 [40 CFR § 270.14(b)(8)(iv)] 

34. Include the response to NOD #139 to the revised Section F. 

RESPONSE: 

Section F-4d of the Part B Permit Application was revised to read: 

“Some components of the ILWMS are supplied with redundant equipment.  If equipment 
should fail on these systems, it would have minimal effect on the operating unit, since the 
redundant equipment would be started and the operation stabilized.  The failed equipment 
would then be investigated to determine the cause of the failure, and repairs would be 
initiated.  If a system that did not have redundant equipment were to fail, the operating 
unit would be secured.  

“Upon total loss of electrical power, ILWMS equipment that manages hazardous and 
mixed wastes is designed to shut down in a manner that protects employees, equipment, 
human health, and the environment.   

“Cranes and hoists are considered non-critical equipment and are not supplied with 
emergency standby power.  This type of equipment is designed to fail in place.  
Movement will be suspended until power is restored. 

“The DCS is designed with battery backup to maintain operability and to ensure safe 
shutdown. 

CPP-604 PEWE System and TFT 

“The Evaporator Feed Collection Tank (VES-WL-133), the Process Condensate Surge 
Tank (VES-WL-131) and the Process Condensate Collection Tanks (VES-WL-106, VES-
WL-107, and VES-WL-163) are all equipped with two redundant transfer pumps. 

“The PEW evaporators (EVAP-WL-129 and EVAP-WL-161) and associated heat 
exchangers are identical and may be operated independently or in parallel. 

“PEW evaporator bottoms can be stored/treated in either VES-WL-101 or VES-WL-111. 

CPP-601 Deep Tanks 

“There are a total of four Deep Tanks (VES-WG-100, VES-WG-101, VES-WH-100, and 
VES-WH-101) that are essentially redundant systems.  Each tank is equipped with sparge 
flow instruments, level instrumentation, one transfer jet, and one transfer pump. 
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“Sufficient redundancy exists such that a receiving tank is available for collection.  Loss 
of a sparge flow or level instrument may require an operator to switch collection to 
another tank, but would not require total cessation of operations. 

“If a system that does not have redundant equipment was to fail, the operating process 
would be shut down and not operated again until the failure was repaired. 

CPP-1618 LET&D Facility 

“The LET&D fractionators (FRAC-WLL-170 and FRAC-WLK-171) and associated heat 
exchangers are identical. 

“The Acid Fractionator Bottoms Tank (VES-WLL-195) is equipped with two redundant 
transfer pumps.” 

35. Include the response to NOD #141 to the revised Section F. 

RESPONSE: 

See the response to item No. 34 of this NOD. 

F-4f. Releases to the Atmosphere: IDAPA 58.01.05.012 [40 CFR § 270.14(b)(8)(iv)] 

36. Since the CPP-641 Westside Waste Holdup tanks have been emptied to the maximum extent 
allowed, the current WWH tank vault configuration, although they are not connected to the VOG 
system, is acceptable.  When/if the WWH tank system is upgraded, vault offgas system 
improvements must be taken into consideration. 

RESPONSE: 

The INEEL concurs.  When/if the WWH tank system is upgraded, those upgrades would include 
replacement of the tile-encased transfer lines with piping that has secondary containment 
compatible with corrosives, lining of the vaults with stainless steel, an upgrade of the 
instrumentation, a sampler upgrade, and vessel/vault offgas system improvements. 

I. CLOSURE AND POST-CLOSURE REQUIREMENTS 

37. Include the response to NOD #151 and #152 to the revised Section I. 

RESPONSE: 

The following description was added after first paragraph of Section I 1.1.2(a) of the Part B 
Permit Application: 

“The closure plan will be modified, in accordance with IDAPA 58.01.05.008 [40 CFR § 
264.112(c)], to include the appropriate verification sampling techniques to be used to 
meet the closure performance standards prior to implementation of the closure plan.” 

The same description was added to Section I 1.1.3(a)(4) of the Part B Permit Application. 



INEEL Volume 14 NOD Response – October 2003 
EPA ID No. ID4890008952 

Page 28 of 28 

 

Other Changes 

1. The second paragraph of Section C-1g of the Part B Permit Application was revised to state that 
PEWE bottoms may be stored in compliant storage units, other than the Tank Farm Facility 
(TFF), until an ultimate treatment and disposal alternative has been selected, permitted, and 
constructed.  In an effort to empty and close TFF tanks, wastes may be transferred from the TFF 
to other RCRA-compliant storage units prior to permitting and construction of the ultimate 
treatment alternative for evaporator bottoms. 

2. The bulleted item, immiscible organic liquids, was removed from the list of prohibited items in 
Section C-2a(1) of the Part B Permit Application.  Small quantities of immiscible organics may 
be managed by the ILWMS as long as the system process tolerance limits are met. 

3. Two parameters, specific gravity and total inorganic carbon, were removed from Table C-3 of the 
Part B Permit Application as parameters that are evaluated for process samples taken from the 
CPP-601 Deep Tanks.  These parameters were inadvertently included in the table, which was 
added in response to the first NOD for this application.  Although these parameters are evaluated 
for characterization samples, they are not analyzed for process samples. 

4. Examples of inspection forms provided in Appendix F-1 of the Part B Permit Application were 
updated to reflect the most current revision of each form. 
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